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Job No.  

Contents: MONOFLO

Category Sheet

M 1

LEGEND

CIRCUIT SETTER

24 VOLT ZONE VALVE

BALL VALVE

HOSE BIB

P1

BOILER PUMP

P1

P2

INJECTION PUMP

P2

P3

RADIANT SYSTEM PUMP

P3

SEE REHAU INSTRUCTIONS 

PAGES 8-12 FOR BALANCING
GARAGE RADIANT 

FLOOR

REHAU MANIFOLD

NOT USED

S
P

A
R

E

D
H

W S
P

A
R

E

D
H

W

RETURN

SUPPLY
1

2
3

4

1
2

3
4

SHUT VALVE TO BLOW DOWN SYSTEM

1

2

1

TO BASEBOARD 

RADIATION

RADIANT LOOP

FILL

UNIT B - WITH HALLWAY

2 UNIT B – BATHROOM & BEDROOM

3 UNIT A – 2 BEDROOMS & BATH

4 UNIT A – LIVING RM & KITCHEN

HOUSE ZONES

BLEED AIR FROM SYSTEM 

1

3

2 CONNECT GARDEN HOSE TO OUTSIDE

3 OPEN FILL VALVE FULLY

WITH BOILER COOLED DOWN & ELECTRICAL 

SHUTOFF TO SYSTEM, SHUT OFF ALL VALVES 

& THEN INDIVIDUALLY MANUALLY BLOW DOWN 

EACH LOOP. NOTE: THIS IS AN OVERVIEW & 

DEMONSTRATES THE BEST WAY TO BLEED 

AIR FROM THE SYSTEM & ONLY IS IN PART. A 

QUALIFIED TECHNICIAN SHOULD PERFORM 

THIS PROCEDURE.

Note: This is an as-built drawing  for clarification purposes only, verification of code compliance, calculations 

& sizes is required. IN NO EVENT WILL NAKCO BE LIABLE FOR ANY INCIDENTAL, PUNITIVE, SPECIAL 

OR CONSEQUENTIAL DAMAGES ARISING DIRECTLY OR INDIRECTLY FROM THE OPERATION OR 

USE OF THIS DRAWING. NAKCO EXPRESSLY ACCEPTS NO LIABILITY OF ANY KIND FOR THE 

CONTENTS ON THIS DRAWING.

4 CLOSE  CIRCUIT SETTER

4

HYDRONIC AS-BUILT SCHEMATIC
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M 2
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6A 6A

Com
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368
Do not apply power here

Com

Sen

RTU RTU RTU RTU

Sen

Com

1 2 3 4

UnO

Sw
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Com

Sen
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In

6A

System

PmpPmp

Power

N L

371 L

1

P2

Power

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24 25 26 27 28 29 30 31

Sys Sys

P1 N L

Var

Pmp

Com

Sen

RTU

1

RTU

2

Com

Sen

RTU

3

RTU

4

RTU

5

Com

Sen

UnO

Sw

Zo

In

Com

Sen

Boil

Sen

Sup

Sen

Out

Sen Boiler

DHW

Pmp

DHW

Dem

Setp

Dem

Com

1-2 1 2

Com

3-5 3 4 5

Opn Cls

Do not apply power here

3.2A
2.4A 3.2A 3.2A

N 3.2A 3.2A

120V (ac)

Class II

Transformer 24V (ac)

C

N

L

R

V1

V1

4

1234

R
e
tu
r

n

S
u
p
p
l

y

5
0

1
5 0

2
0 0
°F

5
0

1
5 0

2
0 0
°F

G P M

G P M

G P M

P1 TACO MODEL 007-F5

P3 TACO MODEL 0010-F2

P4 GRUNDFOS TYPE: UPS15-58FC

NOT VARIABLE SPEED 

P4

P3

P1

GARAGE 

RADIANT

RETURN

SUPPLY

INJECTION

BALANCING VALVE

HONEYWELL ZONE VALVE V8043E-1079

BALL VALVE

BOILER

LEGEND
3 2 1

SPARE

SPARE

DHW 

Tank

1

M2

AS-BUILT MECHANICAL & ELECTRICAL
NO SCALE

ARCTIC ENTRY

BY BATHROOM

1

2

3

4

HOUSE 

THERMOSTATS

MM M M M M

S1

N N N N N N N N

?

NNNNN

N NOT USED

? QUESTION ABOUT CONNECTION

M

G

A

ABANDONED

CONNECTED

BUT NOT USED

GARAGE

GARAGE WIRING 

THERE BUT NOT

CONNECTED
(NO ZONE VALVE)

?
S3

OUTDOOR 

SENSOR

S2

BOILER 

SENSOR

SUPPLY 

SENSOR

S1 S2 S3

368

P5&7

368

p4

SEQUENCE OF OPERATION

When either the Garage or Arctic Entry thermostat calls for heat the system pump (P4) is turned on for the radiant loop via the 368 controller. To control the hot water temperature to the radiant loop, the S2 sensor is connected to the Max supply dial on the 371 controller which turns P3 on and 

off per setting.  The house thermostats 1, 2, 3, 4 & the the DHW thermostat appear to be wired completely separate from the operation of the boiler and P1, the 371 controller is not connected to the boiler. On a call for heat from any T-stats on Zones 1, 2, 3, 4 & DHW the zones open & close, 

nothing else. The Setpoint Demand DIP switch is set to Mixing on the 371 which appears to keep The P1 system pump operating 24/7 and supplies the circulation for zones 1,2,3,4 & DHW.  This observation in sequence of operation has found no value in the use of Boiler Sensor S1 

because the 371 does not control the boiler.  See page 6 (371) for sensor S3. For comprehensive detail and fine tuning of these tekmar controls contact  Brian Bowman @ 907-306-4130.

371

P6

371

P7,11,13
15

371

P9

371

P6

 NOTE: THIS IS AN AS-BUILT DRAWING FOR CLARITY PURPOSE ONLY. IN NO EVENT WILL NAKCO BE LIABLE FOR ANY INCIDENTAL, PUNITIVE, SPECIAL OR CONSEQUENTIAL DAMAGES ARISING DIRECTLY OR INDIRECTLY FROM THE OPERATION OR USE OF ANY  DRAWING 

FOR THE SHEAHAN RESIDENCE. NAKCO EXPRESSLY ACCEPTS NO LIABILITY OF ANY KIND FOR THE CONTENTS ON THIS DRAWING OR ANY OTHER FOR THIS PROJECT.
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Job No.  

Contents: 

Category Sheet

M 3

B-1

LWC

EX-1

D
H
W

Z
o
n
e
 1

Z
o
n
e
 2

Z
o
n
e
 3

Z
o
n
e
 4

BALANCE

VALVE 100% 

OPEN

180F WATER

1
8
0
F
 W
A
T
E
R

1
8
0
F
 W
A
T
E
R

180F WATER

B-1

LWC

EX-1

D
H
W

Z
o
n
e
 1

Z
o
n
e
 2

Z
o
n
e
 3

Z
o
n
e
 4

VALVE 

30% 

OPEN

180F WATER

1
8
0
F
 W
A
T
E
R

1
8
0
F
 W
A
T
E
R

160F WATER

BALANCING HYDRONIC BOILER PIPING FOR TEMPERATURE & CORRECT FLOW

THIS  BOILER HAS THE BALANCE VALVE 100% OPEN. BECAUSE OF 

THAT THE PUMP WANTS TO PUSH (CIRCULATE) THE WATER TO 

THE LEAST RESISTANCE WHICH IS THE LARGER PIPE WITH VERY 

LITTLE FLOW THROUGH THE SMALLER PIPES.  WHEN THIS 

HAPPENS VERY LITTLE HOT WATER TEMPERATURE  GOES TO 

THE BASEBOARD AND HW HEATER. 

CONDENSED EXAMPLES SHOWN WITHOUT CONNECTED TO BASEBOARD RADIATION

PUMP

PUMP

THIS  BOILER HAS THE BALANCE VALVE 30% OPEN. BECAUSE OF 

THAT THE PUMP NOW WANTS TO PUSH THE WATER MORE 

THROUGH THE SMALLER PIPES AND LESS THROUGH THE 

LARGER PIPE WHICH PROVIDES GOOD TEMPERATURE AND FLOW 

TO BASEBOARD HEATERS

THE BEST WAY TO BALANCE THE FLOW IS TO A THIS INFARED LASER 

THERMOMETER WITH ALL ZONES OPEN ON THE RETURN SIDE OF THE ZONES 

TO GET A 20 DEGREE DROP IN TEMPERATURE FROM BOILER SET POINT 

TEMPERATURE

LASER

1
8
0
F
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E
R

1
8
0
F
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E
R
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